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Refer Note 1, 2 & 4

NO TREE ZONE  &
 FALL IN HAZARD ZONE

Note 4

NOTES
1. TREES MUST BE PRUNED TO MAINTAIN THE MINIMUM CLEARANCE;
· FOR BUSH FIRE AREA, TREES < 3m: TREE HEIGHT AND BRANCHS MUST BE PRUNED TO < 3m HEIGHT AND MAINTAIN THE  MINIMUM CLEARANCE OF 10m;
· FOR BUSH FIRE AREA, TREES > 10m: TREE HEIGHT AND BRANCHS MUST BE PRUNED TO A HEIGHT EQUAL TO THE CLEARANCE FROM ZONE SUBSTATION;
· FOR NON-BUSH FIRE AREA, TREES < 3m: TREE HEIGHT AND BRANCHS MUST BE PRUNED TO < 3m HEIGHT AND MAINTAIN THE  MINIMUM CLEARANCE OF 3m;
· FOR NON-BUSH FIRE AREA, TREES > 3m: TREE HEIGHT AND BRANCHS MUST BE PRUNED TO A HEIGHT EQUAL TO THE CLEARANCE FROM ZONE SUBSTATION;
2. BRANCHES MUST NOT OVERHANG IN " NO TREE & FALL IN HAZARD ZONE" AND NO TREES PERMITTED IN THIS ZONE.
3. ALL PRUNING MUST COMPLY WITH AS4373 PRUNING OF AMENITY TREE STANDARD.
4. WELL MAINTAINED GRASS AND SHRUBS UP TO 1m HEIGHT ARE ALLOWED IN NO TREE ZONE.
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