
3 m

C

CC

C

VE
GE

TA
TI

ON
 C

LE
AR

IN
G

RE
QU

IR
EM

EN
T

"C"

2m

"C"

V EG E T A T I O N  C L E A R I NG  R E Q U I R E M E N T  

V E G E T A T I O N  C L E A R A N C E  S P A C E

V E G E T A T T I O N  C L E A R A N C E  S P A C E

V E G E T A T I O N  C L E A R I N G  R E Q U I R E M E N T  

VEGEATATION CLEARING SPACE

"C"PADMOUNT
SUBSTATION

OR
SWITCHING

STATION

TRANSMISSION LINE  VEGETATION CLEARANCE REQUIREMENT AND POTENTIAL " FALL IN" VEGETATION HAZARD

UG & OH NETWORK VEGETATION CLEARANCE REQUIREMENT AND POTENTIAL " FALL IN" VEGETATION HAZARD
OH SERVICE VEGETATION CLEARANCE REQUIREMENT AND POTENTIAL " FALL IN" VEGETATION HAZARD
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NOTES
1. SAG SHOULD BE CHECKED WHEN LINE IS OPERATING AT IT'S DESIGN TEMPERATURE RATING.
2. FALL IN VEGETATION THAT IS OUT SIDE THE MINIMUM CLEARANING REQUIREMENT DISTANCES FROM ELECTRICITY

ASSETS MUST BE CLEARED AS FAR AS IT IS REASONABLY PRACTICABLE TO DO SO.  FALL IN VEGETATION CAN BE A
VISUALLY DEFECTIVE VEGETATION WHICH IS DEAD, DYING AND APPEARS STRUCTURALLY UNSOUND AS IDENTIFIED
FROM THE PERSPECTIVE OF THE NETWORK ASSET, AND WHICH MAY REQUIRE PRUNING, CUTTING , OR REMOVAL TO
OBVIATE THE RISK OF IT FALLING, DROPPING, AND CONTACTING THE ASSET.

3. BRANCHES AND TREE GROWTH MUST NOT OVERHANG WITHIN THE VEGETATION CLEARANCE SPACE,  AND TREES
MUST BE MAINTAINED SO THAT THEY CANNOT FALL ON TO OR DROP BRANCHES ON EVOENERGY ASSETS.

4. ALL PRUNING MUST COMPLYY WITH AS 4373 " PRUNING OF AMENITY TREES" .
5. WELL MAINTAINED GRASS AND SHRUBS UP TO 1m HEIGHT ARE ALLOWED IN NO TREE ZONE.
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