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NOTES: 1. ALL DIMENSION ARE IN MILLIMETERS. ALL DIMENSION ARE IN MILLIMETERS. 2. CONDUIT SHALL BE 150mm MEDIUM OR HEAVY DUTY ORANGE UNDERGROUND TO AS2053.2 CONDUIT SHALL BE 150mm MEDIUM OR HEAVY DUTY ORANGE UNDERGROUND TO AS2053.2 3. CABLE CONDUITS TO FALL TO THE HV TRENCH. CABLE CONDUITS TO FALL TO THE HV TRENCH. 4. ALL SHARP EDGES TO BE REMOVED AND CONDUIT BELLMOUTHS INSTALLED IN BOTH ENDS OF ALL SHARP EDGES TO BE REMOVED AND CONDUIT BELLMOUTHS INSTALLED IN BOTH ENDS OF CONDUIT.  5. CLEAN OUT ALL CONDUITS ON COMPLETION OF INSTALLATION AND INSTALL BLANKING PLUGS ON CLEAN OUT ALL CONDUITS ON COMPLETION OF INSTALLATION AND INSTALL BLANKING PLUGS ON BOTH ENDS. 6. DEFLECTION OF 15% FOR STRAIGHT RUNS IS PERMITTED AT TRENCH END ONLY. CONDUITS DEFLECTION OF 15% FOR STRAIGHT RUNS IS PERMITTED AT TRENCH END ONLY. CONDUITS APPROACHING THE TRENCHES AT GREATER ANGLES MUST ENTER IN A BEND. 7. CONDUITS AND JOINTS TO BE WATERPROOFED. CONDUITS AND JOINTS TO BE WATERPROOFED. 8. CONDUIT TO HAVE A MINIMUM BENDING RADIUS OF 1200mm. CONDUIT TO HAVE A MINIMUM BENDING RADIUS OF 1200mm. 9. EXACT DIMENSIONS TO BE SHOWN IN PROJECT SPECIFIC  DRAWINGS. REFER TYPICAL FLOOR PLANS EXACT DIMENSIONS TO BE SHOWN IN PROJECT SPECIFIC  DRAWINGS. REFER TYPICAL FLOOR PLANS 4921-13 & 4921-14 FOR GUIDANCE. 10. MINIMUM 200mm SEPARATION/COVER IS REQUIRED FROM BASEMENT. MINIMUM 200mm SEPARATION/COVER IS REQUIRED FROM BASEMENT. 11. CLEAR VISIBLE PERMANENT SURFACE MARKERS AT 300mm INTERVALS LONG THE CONDUIT ROUTE CLEAR VISIBLE PERMANENT SURFACE MARKERS AT 300mm INTERVALS LONG THE CONDUIT ROUTE ARE REQUIRED. THE MARKERS SHOULD BE CENTRALLY AFFIXED BELOW THE CONDUITS (BY STAINLESS STEEL MUSHROOM HEAD STRIKE ANCHOR) TO ALL SURFACES (INCLUDING FLOOR, CEILINGS, WALLS AND BEAMS). SUITABLE MARKING CONSIST A MINIMUM 150mm X 65mm  STAINLESS STEEL WARNING PLATE WITH THE WORDS "DANGER, ELECTRICAL CABLE. REDUCED COVER".
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