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1. A MINIMUM CLEARANCE OF 1000mm MUST BE MAINTAINED FROM ANY STRUCTURE OR A MINIMUM CLEARANCE OF 1000mm MUST BE MAINTAINED FROM ANY STRUCTURE OR BLOCK BOUNDARY. 2. CHECK WITH OTHER UTILITIES SUCH AS GAS AND WATER FOR THEIR MINIMUM CHECK WITH OTHER UTILITIES SUCH AS GAS AND WATER FOR THEIR MINIMUM CLEARANCE REQUIREMENTS. 3. THIS DRAWING IS APPLICABLE WHERE NETWORK AREA IS LOCATED ON METER PANEL THIS DRAWING IS APPLICABLE WHERE NETWORK AREA IS LOCATED ON METER PANEL BOX OR SEPARATE POE (FUSE BOX) AS THE SERVICE FUSES CONSIDERED AS NETWORK BOUNDARY WITHIN POE . 4. THE POE/METER BOX PREFERRED TO BE LOCATED ON THE NEAREST WALL SURFACE THE POE/METER BOX PREFERRED TO BE LOCATED ON THE NEAREST WALL SURFACE THAT IN THE DIRECTION OF THE SOURCE OF SUPPLY ( I.E U/G PIT, PILLAR OR POLE). FOR 16mm2 CU U/G SERVICE, CUSTOMER MAY CONSIDER POE (FUSE BOX) INSTALLATION ON THE NEAREST WALL IN DIRECTION OF SOURCE OF SUPPLY AND INSTALL SEPARATE METER BOX AT SUITABLE LOCATION IN COMPLIANCE TO RELEVANT ENERGY RETAILER'S REQUIREMENT. IN THIS CASE THE POE (FUSE BOX) MUST COMPLY WITH EVOENERGY DRAWING 8913-22-02 5. UNDERGROUND SERVICE INSTALLATION MUST COMPLY WITH EVOENERGY DRAWING UNDERGROUND SERVICE INSTALLATION MUST COMPLY WITH EVOENERGY DRAWING 8912-02 6. FOR SERVICE CONDUIT INSTALLATION, REFER EVOENERGY DRAWING 8912-03 FOR SERVICE CONDUIT INSTALLATION, REFER EVOENERGY DRAWING 8912-03 7. POE AND U/G SERVICE INSTALLATION MUST COMPLY WITH PO07173 SERVCE AND POE AND U/G SERVICE INSTALLATION MUST COMPLY WITH PO07173 SERVCE AND INSTALLATION RULES.
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