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1. ALL POINTS OF ENTRY & CONDUITS ROUTES SHALL BE DETERMINED BY THE ALL POINTS OF ENTRY & CONDUITS ROUTES SHALL BE DETERMINED BY THE SERVICE MARKER OR BE AS SHOWN ON THE APPROVED BUILDING PLAN OR APPROVED CONDUIT REQUEST DRAWING.  2. A MARKER PEG SHALL BE PROVIDED TO INDICATE THE END OF THE CONDUIT.  A MARKER PEG SHALL BE PROVIDED TO INDICATE THE END OF THE CONDUIT.  3. CONDUIT ENDS SHALL BE PLUGGED OR CAPPED TO PREVENT THE ENTRY OF CONDUIT ENDS SHALL BE PLUGGED OR CAPPED TO PREVENT THE ENTRY OF FOREIGN MATERIAL. 4. THE CONDUIT SHALL ENTER THE POE/METER BOX AS PER THIS DRAWING.  THE CONDUIT SHALL ENTER THE POE/METER BOX AS PER THIS DRAWING.  5. A CONTINUOUS DRAW ROPE OF MINIMUM 6mm DIAMETER WITH 600mm SPARE AT A CONTINUOUS DRAW ROPE OF MINIMUM 6mm DIAMETER WITH 600mm SPARE AT EACH END SHALL BE PROVIDED IN EACH CONDUIT. 6. THE CONDUIT SHALL NOT CONTAIN ELBOWS AND BENDS SHALL HAVE A THE CONDUIT SHALL NOT CONTAIN ELBOWS AND BENDS SHALL HAVE A MINIMUM  BENDING RADIUS OF 450mm.  7. THE SUM OF CONDUIT BEND ANGLES SHALL NOT EXCEED 90  IN A SINGLE RUN.  THE SUM OF CONDUIT BEND ANGLES SHALL NOT EXCEED 90° IN A SINGLE RUN.8. THE POE/METER BOX SHALL HAVE SUFFICIENT SPACE FOR THREE SERVICES THE POE/METER BOX SHALL HAVE SUFFICIENT SPACE FOR THREE SERVICES FUSES(100A) AND A SERVICE NEUTRAL LINK (2x16mm2 - 1x35mm2).  9. THE CONDUIT AND POE/METER BOX SHALL BE ISOLATED FROM THE TIMBER THE CONDUIT AND POE/METER BOX SHALL BE ISOLATED FROM THE TIMBER FRAME WITH DAMP-PROOF MATERIAL.  10. THE CONDUIT SHALL BE 50mm  AND SHALL BE CATEGORY "A" HEAVY DUTY THE CONDUIT SHALL BE 50mm  AND SHALL BE CATEGORY "A" HEAVY DUTYRIGID ORANGE CONDUIT TO AS2053. WHERE EXPOSED TO SUN, CONDUIT COVER TO BE INSTALLED OR UV RATED GRAY CONDUIT TO BE USED.  11. SEE DRAWING 8912-03 AND THE SERVICE AND INSTALLATION RULES FOR SEE DRAWING 8912-03 AND THE SERVICE AND INSTALLATION RULES FOR DRAINAGE DETAILS WHERE REQUIRED.  12. INSTALLATION HEIGHT FOR: INSTALLATION HEIGHT FOR: POE BOX    (DOMESTIC INSTALLATION) 2300mm - 2800mm TO TOP OF BOX METER BOX (DOMESTIC INSTALLATION) 1500mm - 2000mm TO TOP OF BOX 13. ALL CABLE ENTRY/EXIT HOLES MUST BE SEALED WITH SILICON SEALANT OR A ALL CABLE ENTRY/EXIT HOLES MUST BE SEALED WITH SILICON SEALANT OR A SIMILAR SEALANT. 14. WALL MOUNT BOX : REFER DETAILS WITHIN  WALL MOUNT BOX : REFER DETAILS WITHIN  15. RECESSED MOUNT BOX : REFER TO 8913_22_02 RECESSED MOUNT BOX : REFER TO 8913_22_02 16. INSTALLER TO ENSURE THE POE BOX IS AFFIXED FIRM TO THE WALL, USING INSTALLER TO ENSURE THE POE BOX IS AFFIXED FIRM TO THE WALL, USING BOLTS OR SCREWS
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