
AutoCAD SHX Text
UNDERGROUND PIPE FOR THE SUPPLY TO THIS BLOCK

AutoCAD SHX Text
UNDERGROUND PIPE FOR THE SUPPLY TO THIS BLOCK

AutoCAD SHX Text
(MAX)

AutoCAD SHX Text
1000mm

AutoCAD SHX Text
600mm

AutoCAD SHX Text
GROUND LEVEL

AutoCAD SHX Text
NOTES  1. THE POST SHALL BE 100mm x 100mm HARDWOOD, 2000mm THE POST SHALL BE 100mm x 100mm HARDWOOD, 2000mm ABOVE GROUND LEVEL, SUPPLIED BY THE ELECTRICAL CONTRACTOR ADJACENT TO THE PERMANENT SWITCHBOARD, ON THE BLOCK FOR WHICH TEMPORARY SUPPLY IS REQUIRED.  2. THE POST SHALL BE SET UPRIGHT IN FIRM GROUND AND FILL THE POST SHALL BE SET UPRIGHT IN FIRM GROUND AND FILL FIRMLY TAMPED DURING BACKFILL.  3. THE TOP OF THE TEMPORARY SUPPLY BOX SHALL BE THE TOP OF THE TEMPORARY SUPPLY BOX SHALL BE BETWEEN 1500mm AND 2000mm ABOVE GROUND LEVEL. POSITION AND ORIENTATION OF THE TEMPORARY BOX IS INDICATIVE ONLY. DISTANCE BETWEEN THE TEMPORARY SUPPLY POST AND WALL TO BE 1000mm MAXIMUM. 4. THE ELECTRICAL CONTRACTOR SHALL SUPPLY CONSUMERS THE ELECTRICAL CONTRACTOR SHALL SUPPLY CONSUMERS MAINS CABLES FROM THE PERMANENT SWITCHBOARD TO THE TEMPORARY SUPPLY BOX.  5. THE PERMANENT SWITCHBOARD SHALL CONTAIN THE PANEL, THE PERMANENT SWITCHBOARD SHALL CONTAIN THE PANEL, DRILLED FOR A SERVICE FUSE AND SHALL HAVE A SEALABLE LINK.  6. THE TEMPORARY SUPPLY BOX SHALL CONTAIN THE METER THE TEMPORARY SUPPLY BOX SHALL CONTAIN THE METER AND ALL ANCILLARY EQUIPMENT REQUIRED FOR THE TEMPORARY SUPPLY. 7. 50mm HEAVY DUTY uPVC CONDUIT BETWEEN POLE MOUNTED 50mm HEAVY DUTY uPVC CONDUIT BETWEEN POLE MOUNTED TEMPORARY BOX AND WALL MOUNTED PERMANENT BOX IS REQUIRED. 8. SECTION OF UNDERGROUND CONDUIT SHALL BE 600mm BELOW SECTION OF UNDERGROUND CONDUIT SHALL BE 600mm BELOW EXISTING GROUND LEVEL. 9. CONDUITS ARE TO BE SECURELY ATTACHED TO THE POST AND CONDUITS ARE TO BE SECURELY ATTACHED TO THE POST AND WALL USING SUITABLE CLAMPS.
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